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1 61009 C 16 6 61009 30 0 >99 23.4 19 √ √

2 61009 C 16 6 61009 30 0 >99 23.6 21 √ √

3 61009 C 16 6 61009 30 0 >99 23.5 19 √ √

4 61009 C 16 6 61009 30 0 >99 23.7 19 √ √

5 61009 C 16 6 61009 30 0 >99 23.4 19 √ √

6 61009 C 16 6 61009 30 0 >99 23.4 19 √ √

7 61009 C 16 6 61009 30 0 >99 23.4 19 √ √

8 61009 C 16 6 61009 30 0 >99 23.2 19 √ √

9 61009 C 16 6 61009 30 0 >99 23.5 27 √ √

Name
Signature Date

Test Instrument details : Serial number  Megger MFT1741 1009986102219630

Inspected By

Pierre Nawazish

23/9/2023

Remarks  (Continue on separate sheet if 

necessary)

Certificate Ref:PDCERT2309230010

Schedual of Results

Over current device RCD Test results

RCBO

DBM32095RCBO0161
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